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1 Indicates existing windows to be replaced with 
new aluminium double glazed unit to achieve 1.4 
wm 2 k colour: White to match existing 

Indicates existing doors to be replaced with new 
aluminium double glazed units to achieve 3.6wm 
2 k colour: White to match existing 

Indicates existing windows to be replaced with 
new timber double glazed units to achieve 1.8wm 
2 k colour: White to match existing 

Indicates existing main door to be 
refurbished/replaced with new timber double 
glazed units to achieve 3.6wm 2 k colour: White 
to match existing 
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Main entrance door to 
be replaced in 
accordance with 
standards for final 
exits (fire regulations)

Door to be removed. 
New window to be 
installed with new cill.

Door to be removed. 
New window to be 
installed with new cill. Existing canopy. 

railing, raised 
platform and ramps to 
be removed
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existing timber door 
to be replaced by 
new glazed door.

existing timber door 
to be replaced by 
new glazed door.

existing timber door 
to be replaced by 
new glazed door.

windows behind toilet 
cubicles panels to be 
blanked out

windows behind toilet 
cubicles panels to be 
blanked out

All windows to bay 
window to the 
proposed office to be 
reinstated in their 
original height.

Southern ground floor 
window to the 
proposed office to be 
reinstated in its 
original height.

external door to be 
replaced in 
accordance with 
standards for final 
exits (fire regulations)

1

The existing door will 
be removed and the 
wall repaired with a 
material similar to the 
surroundings.
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Level 03
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230 m²
Workshop 3

External door to be 
replaced with new 
external plant room 
door

Rear ground floor 
external door to be 
replaced in 
accordance with 
standards for final 
exits (fire regulations)

guarding to roof for safe maintenance

Floor to be made level 
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CO-ORDINATION NOTE:

The information on this drawing is still subject to the final co-ordination of 
structure / sub-structure, M&E, FF&E and kitchen design and to review with 
the Building Control Body and the Fire Specialists.

It is also subject to more detailed information to be provided by means of 
specialist surveys, to depict a better picture of the existing and the works 
required. Results are awaited from the following surveys:
- building condition survey 
- measured survey
- intrusive structural survey
- damp survey
- asbestos survey
- drainage CCTV

Refer to Architect's schedule of works and specifications for more details 
regarding the works on the individual elements.
Refer to M&E engineer for works on existing services and installation of new 
mechanical and electrical fixtures.
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